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Exhibit 2
Figure2C-4
Typical Installation o fthe

Catlow ICVN Nozzle withSpecifiedPhasell

VaporRecovery System
with Two-Point Phase | System

/ PRESSURE/VACUUM VENTVALVE
(MayBeManifoldedwith1Valve)

/—2"NominaIIDMin

VAPOR RETURN
LINES

2"'MINTYP

FC = Float CheckValve
F=FillLine
V = PhaselVaporRecovery
Note:1.AllVapor/VentLines are3"NominalIDMinimumExceptasNoted
2.Slope:1/8"perfootMin.
1/4"perFootPrefered
3.Maintain2'0"ClearanceBetweenFillLineand
PhaselVaporReturnLinetoDeliveryTruck



